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LAP

JW

1. END ALL UNIT PAVING PATTERNS WITH A FULL OR HALF SIZE PAVER

UNLESS OTHERWISE NOTED.  USE OVERSIZE PAVERS WHERE

PATTERN ENDS ON A UNIT SMALLER THAN HALF SIZE.

2. LAYOUT OF UNIT PAVING PATTERNS AND CONCRETE JOINTS AS

INDICATED ON THIS PLAN.  REFERENCE LAYOUT PLANS FOR FURTHER

PAVING LAYOUT INFORMATION.

3. PAVERS ABUTTING TRUNCATED DOMES SHALL BE A CONTRASTING

COLOR.

4. ALIGN ALL TRUNCATED DOME PAVER JOINTS WITH ABUTTING PAVER

JOINTS.

5. PROVIDE CONTINUOUS EXPANSION JOINTS BETWEEN BACK OF CURB

AND ADJOINING PAVEMENT.

6. PROVIDE CONTINUOUS EXPANSION JOINT BETWEEN ALL VERTICAL

SURFACES AND ADJOINING PAVEMENT.

7. ALL DIMENSIONS MEASURED TO CENTERLINE OF JOINTS.

8. ALL WRITTEN DIMENSIONS SHALL PREVAIL.  DO NOT SCALE FROM

DRAWINGS.

9. ALL ANGLES 90 DEGREES UNLESS OTHERWISE NOTED.

10. ALIGN ALL JOINTS, CORNERS AND EDGES AS SHOWN.

11. FINAL LAYOUTS TO BE APPROVED BY LANDSCAPE ARCHITECT.

PAVING PATTERN NOTES:

1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE INSTALLATION

AND MAINTENANCE OF THE CONSTRUCTION LAYDOWN AREA,

PERIMETER FENCE, AND ASSOCIATED GATES. THE CONTRACTOR

SHALL ALSO BE RESPONSIBLE FOR THE REMOVAL OF THE

CONSTRUCTION LAYDOWN AREA PERIMETER FENCE AND

ASSOCIATED GATES AT THE COMPLETION OF THE PROJECT.

2. THE CONTRACTOR SHALL REFERENCE THE DESIGN PLANS FOR

DIMENSIONS, JOINT LOCATIONS, AND INLAY SPECIFICATIONS NEAR

BUILDINGS AND IN COURTYARDS. CONTRACTOR SHALL PROVIDE

JOINTS IN WALKWAYS AND HARDSCAPE PER DETAILS OR AS

INDICATED ON LANDSCAPE/HARDSCAPE PLAN SHEETS.

OR

THE CONTRACTOR SHALL REFERENCE THE ARCHITECTURAL PLANS

FOR DIMENSIONS, JOINTS AND INLAY SPECIFICATIONS NEAR THE

BUILDING AND COURTYARD.  THE CONTRACTOR SHALL PROVIDE

JOINTS IN WALKWAYS EVERY TEN (10) FEET MAXIMUM, OR AS

INDICATED ON ARCHITECTURAL PLANS SHEETS.

3. ALL CONSTRUCTION TRAFFIC SHALL ENTER SITE FROM ______

UNLESS OTHERWISE APPROVED IN WRITING FROM THE OWNER'S

REPRESENTATIVE FOR AN ALTERNATE POINT OF ACCESS.

4. REFER TO ARCHITECTURAL PLANS FOR BUILDING INFORMATION.

5. ALL DIMENSIONS ARE IN DECIMAL FEET TO OUTSIDE FACE OF

BUILDINGS, TO CENTERLINES, AND/OR FACE OF CURB UNLESS

OTHERWISE NOTED.

6. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND

COORDINATES AND REPORT ANY DISCREPANCIES TO THE

OWNER'S REPRESENTATIVE PRIOR TO ANY CONSTRUCTION.

7. ALL WRITTEN DIMENSIONS SHALL PREVAIL.  DO NOT SCALE FROM

DRAWINGS.

8. ALL UTILITIES WITH SURFACE ACCESS SHALL BE LOCATED WITHIN

THE PAVING PATTERN AND SHALL BE COORDINATED WITH

LANDSCAPE ARCHITECT PRIOR TO CONSTRUCTION.  REFER TO

LAYOUT DRAWINGS.

9. ALL ANGLES ARE 90 DEGREES UNLESS OTHERWISE NOTED.

10. ALIGN ALL JOINTS, CORNERS, AND EDGES AS SHOWN

11. CONTRACTOR SHALL REFER TO AND COORDINATE WITH

ARCHITECTURAL, STRUCTURAL, AND MEP DRAWINGS AT ALL TIMES

PRIOR TO AND DURING CONSTRUCTION.

12. ALL CURB TAPERS ARE SIX (6') FEET LONG UNLESS OTHERWISE

SHOWN ON PLAN.

13. WHERE NEW SIDEWALK ADJOINS EXISTING WALK, PROVIDE

EXPANSION JOINT BY DRILLING INTO THE FACE OF THE EXISTING

WALK FOR PLACEMENT OF DOWELS. TIE NEW SIDEWALKS INTO

NEAREST EXISTING PAVEMENT JOINT; MATCH WIDTH OF EXISTING

WALKWAY.

14. WHERE SIDEWALK OR WALKWAYS ARE ADJACENT TO PARKING

SPACES THE WALKWAY SHALL BE A MINIMUM 6.5' WIDE AS

MEASURED FROM THE FACE OF CURB.

15. MAXIMUM RUNNING SLOPE FOR WALKING SURFACES CANNOT BE

GREATER THAN 1:20 AND CROSS SLOPES CANNOT BE GREATER

THAN 1:48.  HANDICAP SPACES SURFACE SLOPES SHALL NOT

EXCEED 1:48 IN ALL DIRECTIONS.

16. SIGHT TRIANGLES - NOTHING OVER 30" HIGH SHALL BE ALLOWED

WITHIN THE SIGHT DISTANCE TRIANGLES.

17. THE SITE SHALL BE FULLY STABILIZED (90% COVERAGE) PRIOR TO

ISSUANCE OF A BUILDING CERTIFICATE OF OCCUPANCY OR

PROJECT APPROVAL

18. HANDICAP RAMPS SHALL BE INSTALLED PER LATEST EDITION OF

THE NC BUILDING CODE AND ANSI 117.11 WITH DETECTABLE

WARNING DOMES WITH A COLOR CONTRAST OF 70% MINIMUM.  SEE

DETAILS AND GRADING SPOT ELEVATIONS, IF THE EXISTING

CONDITIONS PRECLUDE THE ABILITY TO PROVIDE A MAXIMUM

SLOPE 1/12 FOR 6-FEET OR A MAXIMUM CROSS SLOPE OF 1:48 AND

A 36” MINIMUM LANDING, THE CONTRACTOR SHALL NOTIFY

ENGINEER OR OWNER REPRESENTATIVE PRIOR TO INSTALLATION.

OR

HANDICAP RAMPS SHALL BE INSTALLED PER THE PLANS AND

SPECIFICATIONS AND THE NC BUILDING CODE.  A MAXIMUM SLOPE OF

1/12 FOR 6-FEETE AND A MAXIMUM CROSS SLOPE OF 1:48 SHALL BE

PROVIDED.  IF EXISTING CONDITIONS PRECLUDE THIS REQUIREMENT,

THE CONTRACTOR SHALL NOTIFY THE ENGINEER OR OWNER'S

REPRESENTATIVE PRIOR TO INSTALLATION

19. THE TESTING AGENCY SHALL BE RESPONSIBLE FOR PROVIDING

THE ASPHALT AND CONTRACTOR CERTIFICATION MEMO TO NCDOT

FOR ALL ROADWAY IMPROVEMENTS WITHIN THE PUBLIC

RIGHT-OF-WAY.

SITE NOTES:

1. ALL MATERIALS AND METHODS OF CONSTRUCTION SHALL BE IN

COMPLIANCE WITH THE OFFICE OF STATE CONSTRUCTION,

DEPARTMENT OF INSURANCE, NCDENR, AND ALL OTHER APPLICABLE

LOCAL, STATE AND FEDERAL GUIDELINES.  ALL UTILITY

CONSTRUCTION SHALL COMPLY WITH APPLICABLE LOCAL

JURISDICTIONAL STANDARDS AND SPECIFICATIONS.

2. EXISTING SURVEY INFORMATION INCLUDING TOPOGRAPHIC

INFORMATION PROVIDED BY STEWART , UNLESS OTHERWISE NOTED.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR FIELD VERIFYING

EXISTING CONDITIONS PRIOR TO COMMENCEMENT OF ANY WORK.

THE CONTRACTOR SHALL IMMEDIATELY NOTIFY THE OWNER'S

REPRESENTATIVE OF ANY DISCREPANCIES OR CONFLICTS.

3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR CONTACTING,

COORDINATING AND PAYMENT FOR ALL NECESSARY LOCATING

SERVICES INCLUDING INDEPENDENT LOCATING SERVICES. THE

CONTRACTOR SHALL PROVIDE NOTICE OF EXCAVATION TO

NOTIFICATION CENTER  AND FACILITY OWNERS (PER NC STATUTE) NO

LESS THAN 3 BUSINESS DAYS AND NO MORE THAN 12 WORKING DAYS

PRIOR TO BEGINNING DEMOLITION, EXCAVATION OR ANY OTHER

FORM OF CONSTRUCTION. THE CONTRACTOR SHALL IMMEDIATELY

NOTIFY THE OWNER'S REPRESENTATIVE OF ANY DISCREPANCIES OR

CONFLICTS.  NO EXCAVATION OR DEMOLITION SHALL BE STARTED

WITHOUT ALL UTILITIES BEING LOCATED.

4. ALL SUB-SURFACE UTILITIES IDENTIFIED ON THE CONSTRUCTION

DOCUMENTS ARE SHOWN IN THEIR APPROXIMATE LOCATION BASED

ON SURVEY INFORMATION GATHERED FROM FIELD INSPECTION

AND/OR ANY OTHER APPLICABLE RECORD DRAWINGS WHICH MAY BE

AVAILABLE. THE CONTRACTOR SHALL IMMEDIATELY NOTIFY THE

OWNER'S REPRESENTATIVE OF ANY DISCREPANCIES OR CONFLICTS.

5. EXISTING IMPROVEMENTS DAMAGED OR DESTROYED BY THE

CONTRACTOR DURING CONSTRUCTION SHALL BE RESTORED OR

REPLACED TO ORIGINAL CONDITION AND TO THE SATISFACTION OF

THE OWNER'S REPRESENTATIVE AT THE CONTRACTOR'S EXPENSE.

6. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING AND

COORDINATING PERMITS, INSPECTIONS, CERTIFICATIONS AND OTHER

REQUIREMENTS WHICH MUST BE MET UNDER THIS CONTRACT.

7. THE CONTRACTOR SHALL MAINTAIN “AS-BUILT” DRAWINGS TO

RECORD THE ACTUAL LOCATION OF ALL PIPING PRIOR TO

CONCEALMENT, VALVE AND MANHOLE CHANGES, AND  HARDSCAPE

OR  LANDSCAPE CHANGES.  DRAWINGS SHALL BE PROVIDED TO THE

OWNER'S REPRESENTATIVE AT REGULAR INTERVALS, OR AS

REQUESTED THROUGHOUT THE PROJECT FOR RECORD KEEPING.

8. IF DEPARTURES FROM THE PROJECT DRAWINGS OR SPECIFICATIONS

ARE DEEMED NECESSARY BY THE CONTRACTOR, DETAILS OF SUCH

DEPARTURES AND REASONS THERE OF SHALL BE SUBMITTED TO THE

OWNER'S REPRESENTATIVE FOR REVIEW. NO DEPARTURES FROM

THE CONTRACT DOCUMENTS SHALL BE MADE WITHOUT THE EXPRESS

WRITTEN PERMISSION OF THE OWNER'S REPRESENTATIVE.

9. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE RELOCATION OF

ANY EXISTING UTILITY LINES REQUIRED TO COMPLETE ANY PORTION

OF CONSTRUCTION. THE CONTRACTOR SHALL ALSO BE RESPONSIBLE

FOR THE COORDINATION AND COSTS OF THE RELOCATION AND

ASSOCIATED WORK.

10. THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING THE

PREMISES FREE FROM ACCUMULATIONS OF WASTE MATERIALS AND

RUBBISH CAUSED BY THE CONTRACTOR. ALL DEBRIS SHALL BE

REMOVED FROM THE PROJECT SITE ON A DAILY BASIS.

11. THE ENGINEER AND/OR OWNER DISCLAIM ANY ROLE IN THE

CONSTRUCTION MEANS AND/OR METHODS ASSOCIATED WITH THE

PROJECT AS SET FORTH IN THESE PLANS.

12. ROADWAYS (TEMPORARY OR PERMANENT) MUST BE CAPABLE OF

SUPPORTING FIRE FIGHTING APPARATUS (85,000 LBS) DURING ALL

PHASES OF CONSTRUCTION ONCE VERTICAL CONSTRUCTION HAS

BEGUN.

GENERAL NOTES:
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PHASE II PARKING SPACES (Midrise Phase II)
Existing (PHASE I) 505 Requirements

Demolished 110
Existing
Units Midrise Units

Total Vehicular
Parking Req

Existing Spaces Remaining 395 1br 302 68 407
Proposed Surface Spaces 27 2br 102 21 258
Proposed Deck Spaces 201 total 546 119 665

Total Parking On Site (Including Phase I) 623
10%
reduction = 599

PHASE I PARKING SPACES (High Rise Phase I)
Existing 290 Requirements

Demolished 95
Existing
Units

Highrise
Units

Total Vehicular
Parking Req

Existing Spaces Remaining 195 1br 202 100 332
Proposed Surface Spaces 20 2br 52 50 214
Proposed Deck Spaces 290 total 331 215 546

Total Parking On Site 505
10%
reduction = 492

H/C
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PROPOSED CONCRETE SIDEWALK

PROPOSED BRICK SIDEWALK

PROPOSED HEAVY DUTY PAVEMENT

PROPOSED CONCRETE PAVERS

PROPOSED GRAVEL

PROPOSED CURB & GUTTER

PROPOSED STOP BAR

PROPOSED CROSSWALK

PROPOSED 6' WIDE STANDARD CROSSWALK

PROPOSED 10' WIDE HIGH VISIBILITY CROSSWALK

PROPOSED SIGN

PROPOSED ADA PARKING SPACE

PROPOSED KEYSTONE WALL

PROPOSED CIP WALL

PROPOSED WHEEL STOP

PROPOSED GRAVEL TRAIL

PROPOSED ASPHALT TRAIL

PROPOSED TREELINE

PROPOSED FENCE

PROPOSED VEHICLE GATE (X' WIDE)

PROPOSED LIGHT

PROPOSED TRANSFORMER

PROPOSED CONDENSER

PROPOSED BIKE RACK

PROPOSED BENCH

PROPOSED BOLLARD

PROPOSED PEDESTRIAN STEEL PLATE

PROPOSED ADA APARTMENT UNIT

LIMITS OF DISTURBANCE
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UTILITY PLAN

C6.00

C18014

05.01.2018

LAP

JWP

EXISTING WATER LINE

PROPOSED WATER LINE

EXISTING SANITARY SEWER LINE

PROPOSED SANITARY SEWER LINE

PROPOSED FIRE HYDRANT

PROPOSED WATER VALVE

EXISTING SANITARY SEWER MANHOLE

PROPOSED SANITARY SEWER MANHOLE

PROPOSED CLEANOUT

PROPOSED FDC

PROPOSED BACKFLOW METER

PROPOSED POST INDICATOR VALVE (PIV)

GREASE INTERCEPTOR

300' HYDRANT COVERAGE CIRCLE

LIMITS OF DISTURBANCE

FDC
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UTILITY LEGEND:

1. REFER TO SHEET C3.00 FOR GENERAL NOTES.

2. UNLESS OTHERWISE NOTED, ALL MANHOLES SHALL BE PRE-CAST

CONCRETE STRUCTURES.

3. THE CONTRACTOR SHALL COORDINATE THE CONSTRUCTION OF

UNDERGROUND UTILITIES (WATER, SEWER, STORM, ELECTRICAL, GAS, OR

OTHER) FOR THIS PROJECT WITH THE BUILDING PLANS. THE UTILITY

CONTRACTOR SHALL ALSO BE RESPONSIBLE FOR THE INSTALLATION OF ALL

UTILITY SERVICES TO WITHIN FIVE (5) FEET OF THE BUILDING CONNECTION

POINT.

4. THE CONTRACTOR SHALL COORDINATE WITH OTHER CONTRACTORS ON

SITE AND UTILITY PROVIDERS DURING CONSTRUCTION TO ENSURE SMOOTH

TRANSITION BETWEEN DISCIPLINES.

5. THE CONTRACTOR SHALL COORDINATE ALL PEDESTRIAN AND VEHICULAR

INTERRUPTIONS WITH OWNER'S REPRESENTATIVE AT LEAST 72 HOURS

PRIOR TO BEGINNING WORK.

6. THE CONTRACTOR SHALL NOT PROCEED WITH ANY WORK INSIDE THE

PUBLIC RIGHT OF WAY PRIOR TO RECEIPT AND COMPLIANCE WITH ALL

APPLICABLE NCDOT PERMITS. ADDITIONALLY, THE CONTRACTOR SHALL BE

RESPONSIBLE FOR PROVIDING ALL NECESSARY FLAGGERS AND TRAFFIC

CONTROL DURING ALL WORK INSIDE THE PUBLIC RIGHTS OF WAY.

7. THE CONTRACTOR SHALL NOT RE-USE ANY FIRE HYDRANT REMOVED AS

PART OF THIS PROJECT.  ANY FIRE HYDRANT SHOWN TO BE REMOVED OR

RELOCATED SHALL BE REPLACED WITH A NEW FIRE HYDRANT MEETING THE

LOCAL JURISDICTIONAL REQUIREMENTS AND STANDARDS.

8. ALL EXISTING SUB-SURFACE UTILITIES IDENTIFIED ON THE CONSTRUCTION

DOCUMENTS ARE SHOWN IN THEIR APPROXIMATE LOCATION BASED ON

SURVEY INFORMATION GATHERED FROM FIELD INSPECTION AND/OR ANY

OTHER APPLICABLE RECORD DRAWINGS WHICH MAY BE AVAILABLE. DEPTHS

OF EXISTING UTILITIES SHOWN IN PROFILE VIEWS ARE BASED ON STANDARD

ASSUMPTIONS. THE CONTRACTOR SHALL FIELD VERIFY THE EXACT

LOCATION, DEPTH, SIZE AND MATERIAL OF ANY AND ALL SUB-SURFACE

CONDITIONS REFERENCED IN THESE PLANS PRIOR TO ANY EXCAVATION OR

CONSTRUCTION ACTIVITY. THE CONTRACTOR SHALL IMMEDIATELY NOTIFY

THE OWNER'S REPRESENTATIVE OF ANY DISCREPANCIES OR CONFLICTS.

9. ELEVATIONS OF UTILITIES ARE GIVEN TO THE EXTENT OF INFORMATION

AVAILABLE, WHERE ELEVATIONS ARE NOT GIVEN AT POINTS OF EXISTING

UTILITY CROSSINGS, SUCH ELEVATIONS SHALL BE DETERMINED BY THE

CONTRACTOR AND REPORTED TO THE ENGINEER, WHEN UNKNOWN LINES

ARE EXPOSED, THEIR LOCATIONS AND ELEVATIONS SHALL ALSO BE

REPORTED TO THE ENGINEER.

10. UNDERGROUND UTILITIES SHOWN ON THIS PLAN SHALL BE INSTALLED PRIOR

TO ANY CONSTRUCTION OF PARKING AREA, DRIVES, CURB AND GUTTER OR

CONCRETE WALKS / PADS.  IF UTILITIES SHOWN ON THIS PLAN CANNOT BE

INSTALLED PRIOR TO INSTALLATION OF IMPERVIOUS (ASPHALT / CONCRETE)

CONDUIT SHALL BE INSTALLED FOR THE “FUTURE” UTILITY INSTALLATION.

11. AS-BUILT DOCUMENTATION REQUIREMENTS:  PRIOR TO APPROVAL FROM

LOCAL JURISDICTION OR ENGINEER THE CONTRACTOR SHALL PROVIDE

AS-BUILT DRAWINGS (IN BOTH PAPER AND ELECTRONIC FORMAT (CAD / PDF)

PREPARED AND SEALED BY A PROFESSIONAL LAND SURVEYOR SHOWING

ALL UTILITY INSTALLATION.  HORIZONTAL AND VERTICAL INFORMATION

SHALL BE PROVIDED FOR WATER, SEWER, STORM INCLUDING ALL

STRUCTURES, VALVES, HYDRANTS, AND OTHER APPURTENANCES.

UTILITY NOTES:

1. WATER MAINS SHALL BE LAID AT LEAST 10 FEET HORIZONTALLY FROM EXISTING OR PROPOSED

SEWERS, UNLESS LOCAL CONDITIONS OR BARRIERS PREVENT A 10-FOOT HORIZONTAL

SEPARATION IN WHICH CASE;

a. THE WATER MAIN IS LAID IN A SEPARATE TRENCH, WITH THE ELEVATION OF THE

BOTTOM OF THE WATER MAIN AT LEAST 18 INCHES ABOVE THE TOP OF THE SEWER; OR

b. THE WATER MAIN IS LAID IN THE SAME TRENCH AS THE SEWER WITH THE WATER MAIN

LOCATED AT ONE SIDE OF A BENCH OF UNDISTURBED EARTH, AND WITH THE ELEVATION

OF THE BOTTOM OF THE WATER MAIN AT LEAST 18 INCHES ABOVE THE TOP TO THE

SEWER.

2. CROSSING A WATER MAIN OVER A SEWER. WHENEVER IT IS NECESSARY FOR A WATER MAIN TO

CROSS OVER A SEWER, THE WATER MAIN SHALL BE LAID AT SUCH AN ELEVATION THAT THE

BOTTOM OF THE WATER MAIN IS AT LEAST 18 INCHES ABOVE THE TOP OF THE SEWER, UNLESS

LOCAL CONDITIONS OR BARRIERS PREVENT AN 18 INCH VERTICAL SEPARATION, IN WHICH CASE

BOTH THE WATER MAIN AND SEWER SHALL BE CONSTRUCTED OF FERROUS MATERIALS AND

WITH JOINTS THAT ARE EQUIVALENT TO WATER MAIN STANDARDS FOR A DISTANCE OF 10 FEET

ON EACH SIDE OF THE POINT OF CROSSING.

3. CROSSING A WATER MAIN UNDER A SEWER.  WHENEVER IT IS NECESSARY FOR A WATER MAIN

TO CROSS UNDER A SEWER, BOTH THE WATER MAIN AND THE SEWER SHALL BE CONSTRUCTED

OF FERROUS MATERIALS AND WITH JOINTS EQUIVALENT TO WATER MAIN STANDARDS FOR A

DISTANCE OF 10 FEET ON EACH SIDE OF THE POINT OF CROSSING.  A SECTION OF WATER MAIN

PIPE SHALL BE CENTERED AT THE POINT OF CROSSING.

SEPARATION OF SANITARY SEWERS AND STORM SEWERS:

1. A 24" VERTICAL SEPARATION SHALL BE PROVIDED BETWEEN STORM SEWER AND SANITARY

SEWER LINES OR BOTH THE SANITARY AND THE STORM LINES SHALL BE CONSTRUCTED OF

FERROUS MATERIALS.

PROPOSED UTILITY SEPARATION:

1. SANITARY SEWER CLEANOUTS LOCATED IN PAVEMENT AREAS SHALL BE HEAVY DUTY TRAFFIC

BEARING CASTINGS.

2. UNLESS OTHERWISE NOTED, ALL SANITARY SEWER MANHOLES ARE 4' DIA.

3. MANHOLES LOCATED IN PAVEMENT, CONCRETE OR OTHER TRAFFIC AREAS SHALL BE SET AT GRADE.

MANHOLES LOCATED IN OTHER AREAS (I.E. GRASS OR WOODED AREAS) SHALL HAVE THEIR RIMS

RAISED SIX INCHES ABOVE THE SURROUNDING GRADE. MANHOLES SUBJECT TO POSSIBLE WATER

INFILTRATION SHALL HAVE WATERTIGHT, BOLTED LIDS.

4. MINIMUM REQUIRED SLOPES FOR SEWER SERVICES:

4" SEWER SERVICE - 2.00% SLOPE

6" SEWER SERVICE - 1.00% SLOPE

8" SEWER SERVICE - 0.50% SLOPE

5. UNLESS OTHERWISE NOTED, LOCATE SANITARY SERVICE CLEANOUTS AT ALL HORIZONTAL OR

VERTICAL CHANGES IN DIRECTION. MAXIMUM SPACING BETWEEN CLEANOUTS SHALL BE 75 FEET.

6. SEWER LINES LESS THAN 3 FEET OF COVER SHALL BE CLASS 50 DUCTILE IRON PIPE.  SEWER LINES

WITH GREATER THAN 3 FEET OF COVER SHALL BE AS NOTED BELOW:

4" SEWER SERVICE - SCH 80

6" SEWER SERVICE - SCH 80

8" SEWER SERVICE - SDR-35

7. SEWER LINES UNDER CONSTRUCTION SHALL BE PROTECTED FROM DIRT, DEBRIS OR OTHER

CONTAMINANTS ENTERING THE NEW SYSTEM.  A MECHANICAL PLUG SHALL BE UTILIZED BOTH

IMMEDIATELY UPSTREAM OF THE NEW CONSTRUCTION AND AT THE FIRST MANHOLE DOWNSTREAM IN

THE EXISTING SYSTEM.  EXISTING STRUCTURES, PIPING AND APPURTENANCES SHALL BE PROTECTED

FROM ANY INFLOW OF WATER, DIRT OR DEBRIS DUE TO NEW CONSTRUCTION CONNECTING TO OR IN

THE VICINITY OF THE EXISTING SYSTEM.  CONTRACTOR TO REMOVE DEBRIS AND PLUG PRIOR TO

OCCUPANCY.

8. ALL MANHOLES COVERS SHALL BE PAINTED TO LOCAL JURISDICTIONAL REQUIREMENTS.

SEWER NOTES:

1. AS INDICATED, ALL WATERLINES SHALL BE DUCTILE IRON PIPE MEETING THE

REQUIREMENTS OF ANSI-AWWA C151 PRESSURE CLASS 350 OR SOFT

COPPER TYPE K PIPE PER ASTM B88.  IF PVC WATERLINE IS INDICATED ON

THE PLANS IT SHALL MEET THE REQUIREMENTS OF AWWA C-900; CLASS 200.

2. ALL WATERLINES SHALL HAVE A MINIMUM OF 3.5 FEET OF COVER.

3. TESTING NOTES:

PRESSURE:

LEAKAGE SHALL NOT EXCEED THE MAXIMUM ALLOWABLE LEAKAGE

SPECIFIED IN AWWA C 600.  MINIMUM TEST PRESSURE SHALL BE 150 PSI

FOR DOMESTIC AND 200 PSI FOR FIRE PROTECTION.

BACTERIOLOGICAL:

TWO SAMPLES FOR BACTERIOLOGICAL SAMPLING SHALL BE

COLLECTED AT LEAST 24 HOURS APART.  IF CONTAMINATION IS

INDICATED, THEN THE DISINFECTION PROCEDURE AND TESTING SHALL

BE REPEATED UNTIL SATISFACTORY RESULTS ARE OBTAINED.

4. THE CHLORINE IN HEAVILY CHLORINATED WATER FLUSHED FROM MAINS

NEEDS TO BE NEUTRALIZED BEFORE DISCHARGE.  CONTRACTORS SHALL

NEUTRALIZE HEAVILY CHLORINATED WATER FLUSHED FROM MAINS PRIOR TO

DISCHARGE OR TRANSPORT ALL HEAVILY CHLORINATED WATER OFFSITE FOR

PROPER DISPOSAL.

5. PAINT VALVE COVERS, FIRE HYDRANTS AND OTHER WATER APPARATUS TO

MEET THE LOCAL JURISDICTIONAL REQUIREMENTS.

WATER NOTES:
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PLANT SCHEDULE

ABBR. BOTANICAL NAME COMMON NAMEQTY. CONT. CAL. REMARKS
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SHOD-2 PLANTING TYP.

PRESERVE EXISTING VEGETATION

PER TCA REPORT PENDING
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BUILDING SETBACK (6' TYP)

PARKING SETBACK (3' TYP)

ZONE B - USE RESTRICTED

ZONE C - HEIGHT AND FORM
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BUILD-TO LINE

BUILDING SETBACK (6' TYP)

NEW PROPERTY

LINE - ROW TO BE ABANDONED

SEE SHEET C3.10

SHOD-1 PLANTING TYP.

PRESERVE EXISTING VEGETATION

PER ADDITIONAL SURVEY WORK PENDING

1QUPA

1QUPA

1QUPA

1QUPA

1QUPA

EXISTING HIGH RISE APARTMENTS

PROPOSED HIGH-RISE

APARTMENTS

PROPOSED PARKING

STRUCTURE

PROPOSED PARKING

STRUCTURE

EXISTING WOOD FENCE

6
.
0
0
'

EXISTING CHAIN LINK FENCE

10' PROTECTIVE YARD TYPE A2 TYP.

PRESERVE EXISTING VEGETATION

PER PENDING SURVEY INFORMATION

6' PROTECTIVE YARD TYPE A1 TYP.

PRESERVE EXISTING VEGETATION

PER PENDING SURVEY INFORMATION

10' PROTECTIVE YARD TYPE A2 TYP.

PRESERVE EXISTING VEGETATION

PER PENDING SURVEY INFORMATION

EXISTING CHAIN LINK FENCE

LANDSCAPING NOTES:

1. VERIFY ALL QUANTITIES AND REPORT ANY DISCREPANCIES OR INACCURACIES

IN THE PLANS TO THE OWNER'S REPRESENTATIVE PRIOR TO PLANTING.

2. LANDSCAPE WORK SHALL INCLUDE THE FURNISHING, INSTALLATION, AND

WARRANTY OF ALL PLANTING MATERIALS WITHIN THE PROJECT AREA.

3. THE LANDSCAPE CONTRACTOR SHALL ASCERTAIN THE LOCATION OF ALL

EXISTING AND NEW UNDERGROUND UTILITIES PRIOR TO EXCAVATION FOR

PLANTING.  DAMAGES TO UTILITIES CAUSED BY THE LANDSCAPE OPERATION

SHALL BE CORRECTED BY THE LANDSCAPE CONTRACTOR AT NO COST TO THE

OWNER.

4. LANDSCAPING SHALL REMAIN CLEAR FROM ANY FIRE HYDRANTS ON THE SITE.

5. ALL TREES TO BE A MINIMUM OF 2" IN CALIPER AND MUST MEET THE

AMERICAN STANDARD FOR NURSERY STOCK.

6. TREE PROTECTION NOTE: TREE PROTECTION FENCING MUST BE IN PLACE

PRIOR TO ANY DEMOLITION, LAND DISTURBANCE OR ISSUANCE OF A GRADING

PERMIT AND SHALL INCLUDE WARNING SIGNS POSTED IN BOTH ENGLISH AND

SPANISH, AS FOLLOWS: "NO TRESPASSING/TREE PROTECTION

AREA/PROHIBIDO ENTRAR / ZONA PROTECTORA PARA LOS ÁRBOLES."

7. PROTECTION OF EXISTING VEGETATION: AT THE START OF GRADING

INVOLVING THE LOWERING OF EXISTING GRADE AROUND A TREE OR

STRIPPING OF TOPSOIL, A CLEAN, SHARP, VERTICAL CUT SHALL BE MADE AT

THE EDGE OF THE TREE SAVE AREA AT THE SAME TIME AS OTHER EROSION

CONTROL MEASURES ARE INSTALLED. THE TREE PROTECTION FENCING

SHALL BE INSTALLED ON THE SIDE OF THE CUT FARTHEST AWAY FROM THE

TREE TRUNK AND SHALL REMAIN IN PLACE UNTIL ALL CONSTRUCTION IN THE

VICINITY OF THE TREES IS COMPLETE. NO STORAGE OF MATERIALS, FILL, OR

EQUIPMENT AND NO TRESPASSING SHALL BE ALLOWED WITHIN THE

BOUNDARY OF THE PROTECTED AREA.

8. ROOT ZONE PROTECTION AREA: VARIES BASED ON LOCAL JURISDICTION

HAVING AUTHORITY.  CONTRACTOR SHALL COMPLY WITH LOCAL

JURISDICTIONAL REQUIREMENTS.  NO DISTURBANCE ALLOWED WITHIN THIS

AREA. AREA MUST BE PROTECTED WITH BOTH TREE PROTECTION FENCING

AND WARNING SIGNS.

9. SEED BED PREPARATION:  ALL AREAS TO BE SEEDED ARE TO BE RECEIVE A

MINIMUM OF 2" OF APPROVED TOPSOIL.  ALL DEBRIS, ROCKS, ETC. LARGER

THAN .5" ARE TO BE REMOVED.  ALL LARGE CONCENTRATIONS OF GRAVEL &

DEBRIS REGARDLESS OF SIZE ARE TO BE REMOVED PRIOR TO SEEDING OR

PLANTING.

10. ALL PLANT BED AREAS ARE TO RECEIVE A MINIMUM OF 6" OF APPROVED

TOPSOIL.

11. SOIL SHOULD BE TESTED AND AMENDED WITH LIME AND FERTILIZER FOR

HARDWOOD TREES ACCORDING TO NCDA PROCEDURES. SCARIFY PLANT PIT

WALLS. CONSULT LANDSCAPE ARCHITECT FOR ALTERNATE COMPLIANCE.

12. SHREDDED HARDWOOD MULCH 3" DEEP EXCEPT AT CROWN OF PLANT

UNLESS OTHERWISE NOTED. FLARE AT CROWN SHOULD BE REVEALED.

BACKFILL CONSISTS OF THOROUGHLY BROKEN UP NATIVE SOIL. TOTAL

VOLUME OF BACKFILL SHOULD BE AMENDED WITH UP TO ONE THIRD PINE

BARK MULCH.  PIECES SHOULD BE NO LARGER THAN WHAT PASSES THROUGH

A ONE INCH SCREEN. IF ADDITIONAL SOIL IS REQUIRED FOR BACKFILL DUE TO

DETRIMENTAL SUBSOIL DRAINAGE CONDITIONS, USE SOIL SIMILAR TO

EXISTING NATIVE SOIL. ADDITIONAL SOIL TO BE APPROVED BY LANDSCAPE

ARCHITECT. MAXIMUM SAUCER HEIGHT IS 6 INCHES.

13. TOP OF ROOTBALL TO BE RAISED 2-3 INCHES ABOVE EXISTING GRADE.

14. FOR B&B PLANTS, NATURAL FIBER BURLAP SHOULD BE TURNED DOWN BY 1/3

TOTAL HEIGHT OF ROOT BALL. PLASTIC FIBER BURLAP AND WIRE BASKETS

SHOULD BE REMOVED TO 2/3'S OF TOTAL HEIGHT OF ROOT BALL.

15. CONTRACTOR IS RESPONSIBLE FOR KEEPING THE TREE UPRIGHT AND PLUMB

THROUGHOUT THE WARRANTY PERIOD. IF STABILIZATION IS NECESSARY SEE

STAKING IN TREE DETAIL, ORANGE FLAGGING TAPE SHOULD BE ATTACHED TO

SUPPORT WIRE. STAKING SHOULD BE REMOVED BY CONTRACTOR AT END OF

ONE YEAR WARRANTY PERIOD OR AS DIRECTED BY GROUNDS MANAGEMENT.

16. USE STANDARD "GATOR" BAGS FOR WATERING TREES IN AREAS NOT UNDER

IRRIGATION.  INCORPORATE TERRA-SORB (OR EQUAL) AS PER

MANUFACTURERS RECOMMENDATIONS, FOR AREAS NOT UNDER IRRIGATION.

17. USE "BIO-BARRIER" OR EQUIVALENT ACCORDING TO MANUFACTURER'S

RECOMMENDATION FOR TREES THAT WILL BE PLANTED WITHIN 10' OF

PAVEMENT

18. LANDSCAPING/C.O. STANDARDS NOTE: ALL LANDSCAPING MUST BE IN PLACE

PRIOR TO REQUEST FOR A CERTIFICATE OF COMPLIANCE.
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PLANTING PLAN

L1.00

C18014

05.01.2018
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JWP

* NOTE:

1. ANY REQUIRED PLANTING FOR THE SPECIAL HIGHWAY OVERLAY DISTRICTS IS PENDING FURTHER INFORMATION

FROM SURVEY RESULTS FOR SHOD-1 AND A TCA REPORT FOR SHOD-2.  CURRENT PLANT MATERIAL WITHIN THE

SPECIAL HIGHWAY OVERLAY DISTRICT IS TO REMAIN AND IS EXPECTED TO MEET TCA AND SHOD REQUIREMENTS

2.  ANY REQUIRED PLANTING FOR THE PROTECTIVE YARD SETBACK IS PENDING FURTHER INFORMATION FROM SURVEY

RESULTS.

1 per Interior Island 5 5

SURFACE PARKING TREE CALCULATIONS

Surface Parking Req. Provided TreesRequired
Trees
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TOWER - LEVEL 1

EL 295' - 0"

TOWER - LEVEL 2

EL 309' - 0"

TOWER - LEVEL 3

EL 320' - 4"

TOWER - LEVEL 4

EL 331' - 8"

TOWER - LEVEL 5

EL 343' - 0"

TOWER - LEVEL 6

EL 354' - 4"

TOWER - LEVEL 7

EL 365' - 8"

TOWER - LEVEL 8

EL 377' - 0"

TOWER - LEVEL 9

EL 388' - 4"

TOWER - LEVEL 10

EL 399' - 8"

TOWER - LEVEL 11

EL 411' - 0"

TOWER DECK - LEVEL 1

EL 289' - 0"

TOWER DECK - LEVEL 2

EL 299' - 8"

TOWER DECK - LEVEL 3

EL 310' - 4"

TOWER DECK - LEVEL 4

EL 321' - 0"

TOWER DECK - LEVEL 5

EL 331' - 8"

TOWER - ROOF LO

EL 423' - 8"

LEASING CENTER STERLING GLENWOOD

RUNNING BOND PATTERNED 

BRICK VENEER

STACKED BOND PATTERNED

BRICK VENEER INSET

PRE-FINISHED ALUM. RAILING

ALUMINUM PANEL, COLOR 3

ALUMINUM  PANEL BEYOND, 

COLOR 2

RUNNING BOND PATTERNED 

BRICK VENEER

W/ ROWLOCK CAP

ALUMINUM WINDOW UNIT, TYP

ALUMINUM PANEL CLAD ROOF 

ELEMENT, COLOR 3

ALUMINUM CLAD CANOPY, TYP

STUCCO CLADDING AT INSET 

WALLS, COLOR 2

RUNNING BOND PATTERNED 

BRICK VENEERALUMINUM STOREFRONT SYSTEM

BUILDING SIGNAGE

SIMULATED WINDOW 
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